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TEST REPORT 
Date 03/08/2017 

 

Test Made 

 

Load resistance test 

 

Portion of canopy composed by n.1 laminated glass sheet of 8 mm tempered + SG 

+ 8 mm tempered with dimensions width mm 1000 depth mm 1500 installed by 

aluminum bearing profile commercially known as Model 2050 / 2051 complete with 

fixing gaskets art. 44.1210.208.00 

 
 

    
  

Art. 44.1200…      Art. 44.1210.208.00 
base profile for canopy system   gaskets 3mm thickness for 
Model 2050 and 2051    17.52mm glass 

  
 
 
 
 
Glass description 
 
 
8mm - 1,52PVB - 8mm (17,52mm) laminated and toughened 

 
 
 
 



  

Technical Report (EU) 
 Glass canopy system  -  Model 2051 / 2052 

21-08-2017 

3 G-Fittings GmbH 
Marie-Curie-Straße 16-18 | D-46446 | Emmerich am Rhein | Germany 
T  +49  (0) 2822-962-0 | F  +49  (0) 2822-962-221 
E  sales@g-fittings.de | www.g-fittings.de 

Procedure for test and results 

 
1. Test of mechanical resistance to static loads 

 

Test description: The test consisted in the evaluation of the performance 
behavior of a portion of a canopy with glass sheet under static load uniformly 
distributed over the entire surface of the glass equal to 1000 x 1200 mm 
The sample has been tested with a limit load cycle of 2 kN/m² (equivalent to 
240 kg), without any breakage or visible damage at the end of the test. 
Subsequently was verified the deformations after 2 minutes of unloading 
phase without any noticing. 
The sample has been tested with last limit load cycle equal to the service 
limit load multiplied by a safety factor of 1.5 according to the standard. 
Therefore, a load of 3 kN/m² (kg 360) was applied without any breakage or 
visible damage at the end of the test. Subsequently was verified the 
deformations after 2 minutes of unloading phase without any noticing. 

 
 
Result of the test: Maximum load resistance 2 kN/m² The test result passed 

 
 
2. Test of mechanical resistance to static loads 

 

Test description: The test consisted in the evaluation of the performance 
behavior of a portion of a canopy with glass sheet under static load uniformly 
distributed over the entire surface of the glass equal to 1000 x 1500 mm 
The sample has been tested with a limit load cycle of 1.5 kN/m² (equivalent 
to 225 kg), without any breakage or visible damage at the end of the test. 
Subsequently was verified the deformations after 2 minutes of unloading 
phase without any noticing. 
The sample has been tested with last limit load cycle equal to the service 
limit load multiplied by a safety factor of 1.5 according to the standard. 
Therefore, a load of 2.25 kN/m² (kg 337.5) was applied without any 
breakage or visible damage at the end of the test. Subsequently was 
verified the deformations after 2 minutes of unloading phase without any 
noticing. 

 
 
Results of the test: Maximum load resistance 1,5 kN/m² The test result passed 
 
 
The test is considered passed cause any permanent deformations have 
occurred and all tecnichal requirement requested by procedure was satisfy. 


